
Ohio Administrative Code 
Chapter 3701‐28‐03

Permits, system approval and 
sampling requirements



Permits

• (A)(1)Permits may be completed in person, 
sent by mail, or submitted by fax or email 
where the board of health accepts electronic 
payment.

• (A)(1)(a) (a) Any person intending to seal a 
well that is not being sealed due to the 
replacement of an existing well, shall apply for 
a permit not later than three business days 
after the well has been sealed



Site Review

• (A)(2)(a) Except for emergency work 
conducted under paragraph (H) of this rule, 
the board of health shall work with the 
applicant and the private water systems 
contractor to review the site conditions to 
ensure that all isolation distances are met in 
accordance with rule 3701‐28‐07 of the 
Administrative Code prior to the construction 
or alteration of the private water system.



Plan submission

• (E) Systems that require plan submission:
– (2) A private water system servicing other than 
one ‐ two‐, or three‐ family dwelling; or‐

– (3) A private water system that uses a cistern, 
spring or pond as a source of water.

– (4) A well drilled in an area of known flowing well 
conditions.



Emergency Work

• Addition:

• and the failure occurs during non‐business 
hours of operation of the board of health.  
The private water systems owner and 
contractor are not guaranteed approval of the 
system by the local board of health under an 
emergency construction

• Follow up application in three days



Permits

• (I)….All dry holes and test holes not converted to private water 
systems, or  boreholes left without casing, grout and caps and not 
completed within thirty days, shall be sealed….

• (K) A permit shall be obtained for any non‐potable well, agricultural 
well, public water system or geothermal system that is to be 
converted into a private water system and shall be regarded as a
new construction. A non‐potable well is a well where the water is 
not used for human consumption, or other potable uses. The 
converted system shall be reviewed by the board of health prior to 
issuance of the permit to ensure the well meets all requirements of 
this chapter.  The board of health shall review a well log or 
downhole camera survey to ensure compliance, and may also 
review dye test, water sample data, or other information presented 
by the well owner or a private water systems contractor.



Date of Completion

• (N) For purposes of this rule, "date of completion" means,
– . (1) The date on which the well, spring, pond, hauled water storage 

tank or cistern is installed;
– (2) The date on which the installation of the pump or pumping 

equipment is completed, or
– 3) The date on which the private water system is completed if a pump 

or pumping equipment will be installed by a person other than the 
contractor identified on the permit;

– (4) If no completion form is filed with the local health district, the date 
the well log is filed with the department of natural resources  by the 
private water systems contractor;

– (5) The date the disinfection, filtration or other treatment equipment 
to remove contaminants is installed;

– (6) When more than one private water systems contractor work on a 
private water system, the date of completion for each private water 
systems contractor is the date that person completes their portion of 
the work on the private water system



Job Status/Completion

• (O) The person completing any portion of the work on a 
private water system under a permit and the entire system 
has not been completed, shall contact the board of health 
by submitting a completion/job status form within ten 
business days of completion of that portion of the work.  
Submission of a completion/job status form may be done 
by walk‐in, fax or electronic mail.  Leaving a telephone 
message with the board of health is not considered proper 
notification.

• (P) Within thirty days of the date of completion of a private 
water system as described in paragraph (N) of this rule, a 
completion/job status form shall be submitted to the board 
of health by the person completing the work.

• Job status/completion forms also required for alteration



Water Sampling
• (S) Upon receipt of the well log, completion/job status, sealing, disinfection, or 

other required completion forms, the board of health shall conduct an inspection 
and collect a water sample(s) in accordance with rule 3701‐28‐04 of the 
Administrative Code and the following requirements: 

• (1) Through December 31, 2011, the initial water sample shall be tested for 
nitrates, escherichia coli and total coliform or optionally a coliform CFU count.  
After January 1, 2012, the initial water sample shall be tested for nitrates, 
escherichia coli and a coliform CFU count.  Repeat water samples collected for a 
system after the first sample shall be tested for escherichia coli and a coliform CFU 
count, or pathogenic microorganisms as applicable

• (2) The board of health may prescreen the water sample for nitrates using a 
method approved by the director. 

• (3) The board of health shall provide the water sample results to the applicant and 
the private water systems contractor.  

• (4) The board of health shall report the findings of water tests which indicate a 
presence of escherichia coli, pathogenic microorganisms or nitrates in excess of 
maximum contaminant levels, as set forth in rule 3701‐28‐04 of the Administrative 
Code, to the director. 



Water Sampling

• (T) If the sample obtained from the private water system  
exceeds the maximum contaminant levels for 
microbiological contaminants specified in paragraph (J) of  
rule 3701‐28‐04 of the Administrative Code, the private 
water system shall not be approved, unless effective 
remediation measures to eliminate the coliform, 
escherichia coli, or any primary pathogenic organism are  
implemented for the private water system after enhanced 
disinfection and an investigation has been performed 
under paragraphs (H) and  (I)  of rule 3701‐28‐ 11 of the 
Administrative Code.  Upon determination that the private 
water system is in compliance with this chapter, 
continuous disinfection of the system may be installed. 



Water Sampling

• (U) – Addition:
…..If additional sampling is performed on the private water 
systems for any of the contaminants referenced in 
paragraph (J) of rule 3701‐28‐04 of the Administrative Code 
and listed in Chapter 3745‐81 of the Administrative Code, 
and levels exceeding the maximum contaminant level are 
identified in the water sample from the private water 
system, the board of health shall provide information to 
the private water systems owner on the health risks of that 
contaminant, and options for treatment of the private 
water system.  The department shall also post health risk 
information and options for treatment on the department’s 
website.

Already required for nitrates



Water Sampling

• (W) If repeated coliform, escherichia coli or other primary pathogenic 
organisms are found in samples from the well that exceeds the maximum 
contaminant levels specified in paragraph (J) of  rule 3701‐28‐04 after  
using the disinfection procedure in paragraph (H) of rule 3701‐28‐11 of 
the Administrative Code, the board of health shall notify the director and 
shall undertake a joint investigation with the private water systems 
contractor of the private water system to determine the source of 
contamination and approve possible remediation measures, including 
continuous disinfection as described in rule 3701‐28‐15 of the 
Administrative Code.
– 1) The investigation may include, but not be limited to:
– (a) A dye test;
– (b) A down‐hole camera recording of the constructed well;
– (c) Tests appropriate for the site and system conditions.

(X) A private water system shall not be approved unless a water sample from 
the private water system meets the standards specified in paragraph (J) of 
rule 3701‐28‐04 of the Administrative Code.



Water Sampling
• Annual sampling of non‐single family dwellings and building systems – small 

systems used by public (but not qualified as a public system under OEPA)
– Adult care facility
– Community alternative home
– Campgrounds, recreational vehicle parks, park camps, etc.
– Manufactured home parks
– Marinas
– Agricultural labor camps
– Resident Day camps
– Retail food service operation or retail food establishment
– Foster homes, child care centers, etc.
– Private homes operated as bed and breakfasts
– Hotel, transient hotel, extended stay hotel, or residential hotel

• Samples collected by LDH, certified lab or Ohio EPA certified 
operator



Water Sampling

• (AA) If the water sample collected under paragraph (Z)  of this rule 
exceeds the maximum contaminant level for bacterial or primary 
pathogenic organisms under paragraph (J) of rule 3701‐28‐04 of the 
Administrative Code, the private water system owner shall disinfect 
the private water system in accordance with rule 3701‐28‐11 of the 
Administrative Code.  

• The private water system shall be re‐sampled after disinfection and 
the results reported to the board of health.  

• If the water sample collected after disinfection exceeds the 
bacterial standard under paragraph (J) of rule 3701‐28‐04 of the 
Administrative Code, the system owner shall implement corrective
actions as needed to obtain a bacteriologically safe water supply. 

• If the corrective action implemented in this paragraph is the 
installation of continuous disinfection as required under rule 3701‐
28‐15 of this chapter, then annual samples to ensure the continued 
performance of the disinfection system shall be collected.



Limits on variance on systems 
constructed by unregistered contractors

• (BB) Any private water system constructed, altered or 
sealed by a person who has not obtained a 
registration, as required under rule 3701‐28‐18 of the 
Administrative Code, or is not exempt from 
registration pursuant to paragraph (A) (2) of  rule 3701‐
28‐18 of the Administrative Code shall not be 
approved. The board of health shall not grant a 
variance to this rule unless the portion of the private 
water system constructed is assessed and deemed 
acceptable by a registered private water systems 
contractor, or that portion of the system is 
reconstructed by a registered private water systems 
contractor.


